In this paper, the authors have investigated the long-term energy prediction of photovoltaic system in Hsinchu Taiwan. The steady-state model of the photovoltaic system has been used. The evaluation for energy prediction of the photovoltaic system has been developed with the integration of photovoltaic modules temperature losses. PV energy generation prediction employs module performance, installation site and meteorological data information. A simple model is created to simulate the energy yields of using PV module thermal model. PV module thermal model is created for the module temperature, ambient temperature and solar radiation. In this present study, the prediction model is created to simulate the energy yields of PV system. Experimental results show that our energy yields prediction results of PV system have clearly demonstrated that the root-meat-squared error (RMSE) performance is very well. The yearly RMSE of our prediction model is 4.92% better than PVSYS 5.42 model.
Introduction
In the past decades, large-scale photovoltaic system has been spread worldwide in developed countries. The advantages of using the photovoltaic plant generated electricity, its pollution free, silent and absolutely low maintenance. Especially, the grid connected applications are represent the fastest growth of the photovoltaic market. There is an important point that the PV output affects the power system stability, which is how it can be work more accurately to predict the power output for the photovoltaic power plants, industry, and academia to forecast effectively? Forecasting the power output of photovoltaic power plant research and applications can be classified into two categories: one is based on the intensity of solar irradiation of prediction model. The solar irradiation model has being established according to the local weather history to predict the value of the solar irradiation. Finally, the PV system output can be predicted, such as [1] - [7] . The model is dependent on the detailed meteorological data. If we require more accurate forecasting results, the model should be requirement, more complex to fulfill our according to the history of the weather with more data types. It will make the prediction process to be very cumbersome and not conducive to the realization of the actual situation.
The goal of another forecasting method is to be prediction the output form the PV power stations. The PV power stations and grid connected operation of photovoltaic panels, geographical location, environment and inverter systems have been identified by historical operating data which is a reasonable statistical model predicting the PV system output power directly. It needs to eliminate a large number of the meteorological statistical process and twice complex modeling process for several times, to simplify the prediction power output process. Under varying operating conditions, the objective of this paper is to pursue a model with acceptable precision estimating the actual performance of the PV system.
In this paper, we develop a method to accurate energy prediction estimation of PV system based on math thermal model. In Section II, we address the PV model dynamics. Section III presents the system Mathematical Thermal Model. In Section IV we discuss simulation results. Finally, Section V provides the conclusions and discussions.
The Mathematical Method to Calculate Tilt Angle of Solar Irradiance
The solar panels should be installed with a slope and oriented toward south direction. But, it is necessary to correct the solar radiation horizontally to tilted surface [8] , [9] using the following equations (1)-(4):
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where b H and bt H are presented direct radiation and ground reflected radiation on tiled surface, respectively; b R is defined as the ratio of daily average direct radiation.  is solar incident angle to tiled surface,  is site latitude,  is azimuth angle of collector,  is hour angle, and  is declination of the sun, n is the day of the year starting from the 1st of January. The geometrical relationships between various angles are shown in the When the azimuth angle of collector  and tilted angle  are both zero, Eq. (3), mainly the same formula to calculate solar altitude  , is presented as follow: cos sin sin cos cos cos
where z  is solar incident angle to horizontal surface.
Mathematical Thermal Model of PV System
Thermal model approach the consistence in local meteorological data including ambient temperature, wind speed and solar radiation. In this study, the International Electrotechnical Commission (IEC) was adopted [10] as the reference. For the crystalline silicon PV module, the testing procedure of NOCT is specified by IEC no. 61215 [10] . NOCT is defined as the solar cell junction temperature which is reached by open circuited cells, installed on an open rack, under the following standard reference environment (SRE) conditions [10] : (a) solar irradiance on the cell surface is 800 W/m 2 , (b) ambient temperature is 20  C, and (c) wind speed is 1 m/s. The power output of the PV system depends on the incident radiation and the cell temperature [11] . The PV system power output is calculated by
where P pvs is power output for PV system, G T is the solar radiation on tilted surface, A pvs is installation area of PV system, η STC is the PV module efficiency at standard test conditions, f is the PV derating factor that shows wiring losses, shading and aging of the panels, β is the temperature coefficient of PV module, T c is the PV cell temperature and , 
PV module temperature is influent the power performance of PV modules. Under steady state conditions the electrical energy yields primarily depends on the cell temperature T c and where T a is the ambient temperature.
System Performance and Discussion
The photovoltaic system is composed of 20 PV panels and the semi-transparent c-Si PV module (see Table 1 ) is installed in tiled roof to replace the building material (see Fig. 2 ). The BIPV system is local in Industrial Technology Research Institute campus where was the 23°18' North Latitude and 120°28' East Longitude in Taiwan. Using the thermal model based on the energy generated prediction was investigated in this paper.
It defines the root-meat-squared error (RMSE) to determine the accuracy of the measurement and prediction results. The RMSE is as bellow:
where M is the measurement data, S is the simulation data, and n is the month. In this paper, energy yields are important to calculate and compare. The monthly RMSE is separated calculation by monthly energy yields.
The simulated tiled solar radiation is followed the trend of the measured data quite well in the Fig. 3 . In Fig. 3 , the results in the period from May to August shows that the measured and simulated tiled solar radiation can be found relatively in high accuracy. The prediction models and PVSYST5.42 models are similarly close to meet the measure data. The above result exploits a fact, that our tiled solar radiation forecasting techniques has well accuracy. More detailed data shown in Table 2 for experimental results. The simulated energy yields were followed the trend of the measured data quite well in the Fig. 4 . In  Fig. 4 , the results in the period from April to September shows the measured and simulated energy yields can be found relatively high accuracy. The electrical energy yields with different methods in the measurement period. The prediction model and PVSYST5.42 model are similar to close the measure data. Our proposed method employs the PV derating factor that shows wiring losses, shading and aging of the panels have been considered so that more accurate than other methods. The above result exploits a fact, that our PV energy yields forecasting technique has quite well accuracy. More detailed data shown in Table 3 for experimental results.
Conclusions
Thermal model predicts the energy yields are one of the methods in the PV system. Using thermal method to predict the module temperature with local meteorological data like ambient temperature, wind speed and solar radiation is very close with measure results. The energy yields performance of the PV system is primarily influenced by the weather, the solar irradiance and the module temperature. This paper presents the PV system energy yields model based on thermal model method. Numerical simulation results show that our proposed approach is effective and feasible in time under the same accuracy. The statistics of time increasing the amount can improve the modeling accuracy. Our energy yields prediction results of PV system have clearly demonstrated that the RMSE performance is very well. The yearly RMSE of our prediction model is 4.92% better than PVSYS 5.42 model.
